
Water Main Replacement 
Write a description for your map. 
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Callout
Replace 350' of 6" DIP in place

CardosoJ
Callout
Install 6" gate valve

CardosoJ
Callout
Install 6" gate valve
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Callout
Install 6" gate valve
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CardosoJ
Callout
Install 6" gate valve

CardosoJ
Callout
reinstall existing FH in place.

CardosoJ
Text Box
Don Stowell Elementary

CardosoJ
Text Box
11th Street

CardosoJ
Text Box
E Street

CardosoJ
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Attachment # 3


